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products as being approved. Identifica-
tion shall include the Coast Guard ap-
proval numbers.

(b) Test suitability. The above infor-
mation will be examined by the Coast
Guard, and if it is indicated that the
material is in all respects suitable for
testing, the manufacturer will be so ad-
vised. Coast Guard comments on the
manufacturer’s recommended thick-
ness and density of the sample or sam-
ples for the fire resistance test will be
given at this time, together with the
estimated cost of the required test.

(c) Samples to be submitted. If the ma-
terial is indicated as being suitable for
testing, the manufacturer shall submit
a 100 cm. × 150 cm. (40″×60″) sample, a 30
cm. × 30 cm. (12″×12″) sample and a 60
cm. × 60cm. (24″×24″) sample for each
thickness and density proposed to the
Fire Research section of the National
Bureau of Standards, Washington, DC
20234, and shall advise the Coast Guard
of the shipment. A separate test will be
made for each density of the material
for which approval is desired.

(d) Pretest information. At this time
the manufacturer shall submit to the
Coast Guard the following:

(1) A statement that the material is
offered for testing as described pursu-
ant to paragraph (a)(3) of this section
is completely representative of the
product which will be manufactured
and sold under U.S. Coast Guard ap-
proval if such approval is granted and
that the shipbuilder will be advised of
the proper installation methods and
the limitations of the approval.

(2) A commitment that he will reim-
burse the National Bureau of Stand-
ards for the cost or review of the tests
when billed by them.

(3) If the manufacturer desires to wit-
ness the test, he should so indicate at
this time.

(e) Test authorization. The National
Bureau of Standards will then be au-
thorized to conduct the tests noted in
§ 164.007–4 and, upon completion of all
testing, the manufacturer will be billed
directly by the National Bureau of
Standards. Four copies of the test re-
port containing the information re-
quired by § 164.007–6 will be submitted
to the Coast Guard.

(f) Notification of results. A copy of the
report will be forwarded to the manu-

facturer and he will be advised if his
material is approved under this sub-
part. If approved, any stipulations of
the approval will be specified. This in-
formation will be published in the FED-
ERAL REGISTER, and a certificate of ap-
proval will be issued to the manufac-
turer.

(g) Other laboratories. (1) If the manu-
facturer desires to have the test con-
ducted at some laboratory other than
the National Bureau of Standards, this
information shall be supplied at the
time of initial contact with the Coast
Guard. If the proposed laboratory is ac-
ceptable to the Coast Guard, the manu-
facturer will be so advised, and any
special testing requirements together
with any estimated cost of expenses in-
curred by the National Bureau of
Standards for their review will be spec-
ified at this time. The Coast Guard
shall be notified in advance of the date
of the test so that a representative
may be present.

(2) The laboratory shall submit four
copies of a detailed test report to the
Coast Guard together with representa-
tive samples of the material taken be-
fore and after testing. The test report
and samples will be examined by the
National Bureau of Standards for com-
pliance with this subpart. The test re-
port shall include the information re-
quired by § 164.007–6 together with any
other pertinent data.

Subpart 164.008—Bulkhead Panels

SOURCE: CGFR 69–72, 34 FR 17500, Oct. 29,
1969, unless otherwise noted.

§ 164.008–1 Applicable specification
and reference material.

(a) Specification. The following speci-
fication of the issue in effect on the
date of manufacture of the bulkhead
panel shall form a part of the regula-
tions of this subpart (see §§ 2.75–17
through 2.75–19 of subchapter A, Proce-
dures Applicable to the Public, of this
chapter):

(1) Coast Guard specification:

Subpart 164.009 of this part, Incombustible
Materials for Merchant Vessels.

(b) Technical reference. For guidance
purposes this technical reference may
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be used, which is entitled American So-
ciety for Testing Materials Standard
E–119, ‘‘Fire Tests of Building Con-
struction and Materials’’, ASTM, 1916
Race Street, Philadelphia, Pa. 19103.

(c) Copies on file. A copy of the speci-
fication listed in paragraph (a) of this
section shall be kept on file by the
manufacturer, together with the cer-
tificate of approval and this specifica-
tion. It is the manufacturer’s respon-
sibility to have the latest issue of the
specification on hand together with the
certificate of approval and approved
plans when manufacturing under this
specification subpart.

(1) The Coast Guard specification
may be obtained from the Commandant
(G–MSE), U.S. Coast Guard, Washing-
ton, DC 20593–0001.

[CGFR 69–72, 34 FR 17500, Oct. 29, 1969, as
amended by CGD 82–063b, 48 FR 4783, Feb. 3,
1983; CGD 88–070, 53 FR 34537, Sept. 7, 1988;
CGD 95–072, 60 FR 50467, Sept. 29, 1995; CGD
96–041, 61 FR 50734, Sept. 27, 1996]

§ 164.008–2 Conditions of approval.

(a) Bulkhead panel material shall be
of such quality as to successfully meet
the requirements for an incombustible
material as set forth in subpart 164.009
of this part.

(b) Bulkhead panels used in Class B–
15 construction and as a component in
Class A–30 or Class A–15 construction
shall meet the thermal insulation re-
quirements of § 164.008–4(a) for at least
15 minutes, and the integrity require-
ments of § 164.008–4(b) for at least 30
minutes.

(c) Bulkhead panels for use as a com-
ponent in Class A–60 construction shall
meet the thermal insulation require-
ments of § 164.008–4(a) for at least 15
minutes and the integrity require-
ments of § 164.008–4(b) for at least 60
minutes.

(d) The product shall be so marked as
to be readily identifiable to an inspec-
tor in the field. The marking shall in-
clude the Coast Guard approval num-
ber.

(e) The specimen to be tested shall be
representative of the typical installa-
tion on board a vessel and any limita-
tions shall be shown on the sketch re-
quired by § 164.008–7(a)(7).

(f) The bulkhead panel shall success-
fully pass the retests required by
§ 164.008–6.

§ 164.008–3 Testing procedure.

(a) Tests. All tests, including the
retests, shall be conducted at the Na-
tional Bureau of Standards or other
laboratories designated by the Coast
Guard.

(b) Preparation of test specimen. (1)
The test specimens shall be condi-
tioned to approximately constant
weight with the air being maintained
at a relative humidity of 40 to 70 per-
cent and a temperature of 15° to 25 °C.
(59° to 77 °F.). After conditioning, but
before testing, the temperature of the
specimen should not exceed 40 °C. (104
°F.).

(2) The specimens shall be mounted
in the furnace in a vertical position in
such a way as to give an exposed sur-
face of at least 4.65 square meters (50
square feet) and a height of at least 2.44
meters (8 feet).

(3) The specimen shall be supported
at the top and secured on the vertical
sides and at the bottom in a manner
representative of conditions in service.
If provision for movement at the edges
of a bulkhead panel is made for a par-
ticular construction in service, the
specimen should stimulate these condi-
tions.

(4) The method of securing shall be
such that there is no possibility of mis-
interpretation of test results due to the
passage of flame at the edges of the
specimen when the method of fixing is
not the subject of the test.

(c) Furnace control. (1) The furnace
temperature shall be determined by at
least four mineral insulated
thermocouples having rapid response
and distributed so as to represent fair-
ly the furnace temperature and to in-
sure as uniform heating as possible.
The thermocouples shall be arranged so
that the hot junction is approximately
10 cm. (4″) from the nearest point of the
specimen.

(2) The furnace temperature shall be
continuously controlled so as to follow
the standard time-temperature curve
within the accuracy specified in para-
graph (c)(4) of this section.
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